City of Wilmington PWS
Drinking Water Consumer Confidence Report for 2017

The City of Wilmington Water Department has prepared the following report to provide information to you, the consumer, on the quality of our drinking water. Included within this report is general health information, water quality test results, how to participate in decisions concerning your drinking water and water system contacts. We have a current, unconditioned license to operate our water system.

Source Water Information.
The City of Wilmington has a surface water lime softening water plant. The majority of our water is drawn from Caesar Creek Lake located approximately 14 miles northwest of Wilmington. Two reservoirs near Burtonville are maintained as an alternate water source. They are located 3 miles south of Wilmington and are filled from either Cowan Creek or Caesar Creek Lake. The reservoirs are generally only used when the water from Caesar Creek Lake is difficult to treat.

The City of Wilmington has an auxiliary connection with the Western Water Company. No water was purchased from or sold to the Western Water Company during 2017.

The City of Wilmington public water system’s primary sources of water are Caesar Creek Lake and Cowan Creek. Surface waters are by their nature susceptible to contamination, and numerous potential contaminant sources along their banks make them more so. The protection area around Caesar Creek Lake and Cowan Creek consists of a large number of potential contaminant sources, including leaking underground storage tanks, airports, cemeteries, various commercial, industrial and manufacturing operations, and road crossings. As a result, the surface water supplied to the City of Wilmington is considered to have a high susceptibility to contamination. The City of Wilmington Water Plant maintains a Source Water Protection Plan. Please contact Rick Schaffer at (937) 382-3614 if you would like more information.

What are sources of contamination to drinking water?
The sources of drinking water both tap water and bottled water include rivers, lakes, streams, ponds, reservoirs, springs, and wells. As water travels over the surface of the land or through the ground, it dissolves naturally-occurring minerals and, in some cases, radioactive material, and can pick up substances resulting from the presence of animals or from human activity.

Contaminants that may be present in source water include: (A) Microbial contaminants, such as viruses and bacteria, which may come from sewage treatment plants, septic systems, agricultural livestock operations and wildlife; (B) Inorganic contaminants, such as salts and metals, which can be naturally-occurring or result from urban storm water runoff, industrial or domestic wastewater discharges, oil and gas production, mining, or farming; (C) Pesticides and herbicides, which may come from a variety of sources such as agriculture, urban storm water runoff, and residential uses; (D) Organic chemical contaminants, including synthetic and volatile organic chemicals, which are by-products of industrial processes and petroleum production, and can also come from gas stations, urban storm water runoff, and septic systems; (E) radioactive contaminants, which can be naturally-occurring or be the result of oil and gas production and mining activities.

In order to ensure that tap water is safe to drink, USEPA prescribes regulations which limit concentrations of certain contaminants in water provided by public water systems. FDA regulations establish limits for contaminants in bottled water, which must provide the same protection for public health. Drinking water, including bottled water, may reasonably be expected to contain at least small amounts of some contaminants. The presence of contaminants does not necessarily indicate that water poses a health risk. More information about contaminants and potential health effects can be obtained by calling the Environmental Protection Agency’s Safe Drinking Water Hotline (1-800-426-4791).

Who needs to take special precautions?
Some people may be more vulnerable to contaminants in drinking water than the general population. Immuno-compromised persons such as persons with cancer undergoing chemotherapy, persons who have undergone organ transplants, people with HIV/AIDS or other immune system disorders, some elderly, and infants can be particularly at risk from infection. These people should seek advice about drinking water from their health care providers. EPA/CDC guidelines on appropriate means to lessen the risk of infection by Cryptosporidium and other microbial contaminants are available from the Safe Drinking Water Hotline (1-800-426-4791).

About your drinking water.
The EPA requires regular sampling to ensure drinking water safety. The City of Wilmington PWS conducted sampling for bacteria; inorganic; synthetic organic and volatile organic chemicals during 2017. Samples were collected for a total of 59 different contaminants most of which were not detected in the City of Wilmington PWS. The Ohio EPA requires us to monitor for some contaminants less than once per year because the concentrations of these contaminants do not change frequently. Some of our data, though accurate, may be more than one year old.

For more information, please contact Rick Schaffer at 937-382-3614 or at Wilmington Water Plant, 1142 Prairie Ave. Wilmington OH 45177.

Please share this information with all the other people who drink this water, especially those who may not have received this notice directly (for example, people in apartments, nursing homes, schools and businesses). You can do this by posting this notice in a public place or distributing copies by hand or mail.

Terms used in the Water Quality Tables and in other parts of this report are defined here.
Non-Detects (ND) - laboratory analysis indicates that the constituent is not detectable at the testing limits.
Parts per million (ppm) or Milligrams per liter (mg/l) – are units of measure for concentration of a contaminant. A part per million corresponds to one second in a little over 11.5 days.
Parts per billion (ppb) or Micrograms per liter - are units of measure for concentration of a contaminant. A part per billion corresponds to one second in 31.7 years.
Nephelometric Turbidity Unit (NTU) - nephelometric turbidity unit is a measure of the clarity of water. Turbidity in excess of 5 NTU is just noticeable to the average person.
Treatment Technique (TT) – A required process intended to reduce the level of a contaminant in drinking water.
Not Applicable (N/A) - does not apply.
Not Regulated (N/R) - this contaminant is not regulated by the EPA
Action Level (AL) - the concentration of a contaminant, which, if exceeded triggers treatment or other requirements which a water system must follow.
Maximum Contaminant Level - The “Maximum Allowed” (MCL) is the highest level of a contaminant that is allowed in drinking water. MCLs are set as close to the MCLG as feasible using the best available treatment technology.
Maximum Contaminant Level Goal - The “Goal” (MCLG) is the level of a contaminant in drinking water below which there is no known or expected risk to health. MCLGs allow for a margin of safety.
Organic Carbon (TOC) is the lowest ratio between percent of TOC actually removed to the
ith TOC removal
concerning your water utility, please
are held on the first and third Thursday of each month, 7:30 PM at City Hall, 69 North South Street. If you have any question
How do I participate in decisions concerning my drinking water? Public par
you are concerned about lead in your water, you may wish to have your water tested. Information on lead in drinking water, te
hours, you can minimize the potential for lead exposure by flushing your tap for 30 s
primarily from materials and components associated with service lines and home plumbing. The City of Wilmington PWS is re
If present,
the highest recorded result for 201
Turbidity is a measure of the cloudiness of water and is an indication of the effectiveness of our filtration system. The tur
requirements.  A value of
percentage of TOC required to be removed.  A value of greater than one (1) indicates that the water system is in compliance w
The value reported under “Level Found” for Total Organic Carbon (TOC) is the lowest ratio between percent of TOC actually removed to the percentage of TOC required to be removed. A value of greater than one (1) indicates that the water system is in compliance with TOC removal requirements. A value of less than one (1) indicates a violation of the TOC removal requirements.

Turbidity is a measure of the cloudiness of water and is an indication of the effectiveness of our filtration system. The turbidity limit set by the EPA is 0.3 NTU in 95% of the samples analyzed each month and shall not exceed 1 NTU at any time. As reported above the Wilmington Water System’s highest recorded result for 2017 was 0.12 NTU and the lowest monthly percentage of samples meeting the turbidity limits was 100%.

If present, elevated levels of lead can cause serious health problems, especially for pregnant women and young children. Lead in drinking water is primarily from materials and components associated with service lines and home plumbing. The City of Wilmington PWS is responsible for providing high quality drinking water, but cannot control the variety of materials used in plumbing components. When your water has been sitting for several hours, you can minimize the potential for lead exposure by flushing your tap for 30 seconds to 2 minutes before using water for drinking or cooking. If you are concerned about lead in your water, you may wish to have your water tested. Information on lead in drinking water, testing methods, and steps you can take to minimize exposure is available from Safe Drinking Water Hotline at 800-426-4791 or at http://www.epa.gov/safewater/lead

Public Participation Information
How do I participate in decisions concerning my drinking water? Public participation and comment are encouraged at regular council meetings. They are held on the first and third Thursday of each month, 7:30 PM at City Hall, 69 North South Street. If you have any questions about this report or concerning your water utility, please contact Rick Schaffer at (937) 382-3614.